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The installation operations described in this section should 

be performed only by qualified personnel, having the 

appropriate technical training in the field for the installation 

and maintenance of components of civil and industrial 

domestic hot water production and heating plants.

1. INSTALLER SECTION1. INSTALLER SECTION
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1.   INSTALLATION

IN
S

TA
LLE

R

 WARNING

If the temperature in the boiler installation 
location goes below -10 centigrades, please fill 
the plant with anti-freeze liquid and insert and 
electrical resistances kit (see chapter ‘ANTI-FREEZE 
PROTECTION’).

 WARNING

The manufacturer will not be held 
responsible for damages caused by incorrect 
installation not in conformity with the over mentioned 
instructions and not protected adequately from the 
freeze.

1.1.3. REFERENCE LEGISLATION

The installation must be realized according to 
the requirements of current legislation and in 
compliance with local technical regulations, 
according to the indications of the good technique.












































































































































